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FallFall FallFall

1-2mm

Caulk along channel edge
before laying tile glue or tile.

Tile sits 1-2mm higher than grate.
Caulk over as required.

Trap
substrate

Waterproofing

Tile cement (glue)

ALCF flange shown is
supplied separately.

Tile

Stop End

Grate

Spigot, optional DN40,
DN50, DN80 or DN100.

Channel

NOTE, ensure pipe sizes
and outlet sizes selected
are as per requirements in
AS3500.

Level 2 Licence WMKT 21249

WaterMark

R

rebate for channel

NOTE, this method requires the channel system to be ABOVE and SEPARATE from the WATERPROOFING.

Caulk over
channel to finish.

The PSB support fits under the cut grate
to support tynes of the grate (100PS only).

For 100AR20, 100PS20, 100PPS20, 100PASi20
100TR20, 100MND20.

Subject to change without notice

NOTE: Black uPVC channel is for INTERIOR use ONLY


